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DRAWING NO:

96B0006NOL

REV.
G

|. COMPRESSOR & BLOWER MoTOR THERMALLY PROTECTED INTERNALLY.

2. ALL WIRING 1o THE UNIT MUST COMPLY wiTH NEC AND LOCAL CODES.

3. TRANSFORMER IS WIRED T 0265 V (BRN) LEAD FOR 265/60/IUNITS,
230V (ORG) LEAD FOR 220-240/50/1, OR 208V (RED) LEAD FOR
208/60/1. FOR 230/60/1 SWITCH RED & ORG LEADS AT LI AND
INSULATE RED LEAD. TRANSFORMER IS ENERGY LIMITING OR MAY
HAVE CIRCUIT BREAKER.

4. FPI THERMISTER PROVIDES LOW TEMP PROTECTION FOR WATER. WHEN
USING ANTI-FREEZE SOLUTIONS, cuT JW3 JUMPER.

SEE NOTE 9
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