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COMPRESSOR AND BLOWER MOTOR THERMALLY PROTECTED INTERNALLY.

. ALL WIRING TO THE UNIT MUST COMPLY WITH NEC AND LOCAL CODES.

FPI THERMISTOR PROVIDES LOW TEMPERATURE PROTECTION FOR WATER.
MPER.

WHEN USING ANTIFREEZE SOLUTIONS, cuT JW3 J
. REFER T0 MPC, LON, OR TSTAT INSTALLATION, APPLICATION AND OPERATION

MANUAL FOR CONTROL WIRING TO THE UNIT. WIRE "Y" FOM MPC TO "Y" CXM

"CLASS I" AND VOLTAGE RATED EQUAL OR GREATE:

NEUTRAL ON 265V SYSTEMS

DRAWING NO: REV.
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START ASSIST
(WHEN NEEDED)

RED* BLU*
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Pl FIELD WIRING TERMINAL BLOCK 8. BLOWER MOTOR IS FACTORY WIRED FOR MEDIUM SPEED. FOR HIGH OR LOW SPEED
REMOVE BLU WIRE FROM FAN MOTOR SPEED TAP ‘M’ AND CONNECT
T0 'H' FOR HIGH OR 'L’ FOR LOW
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