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10. OPTIONAL LON WIRES. ONLY CONNECT IF LON CONNECTION IS
DESIRED AT THE WALL SENSOR.

6. FACTORY CUT JWI JUMPER. DRY CONTACT WILL BE AVAILABLE
BETWEEN ALI AND AL2.

CXM CONTROLLER FAULT CODES

DESCRIPTION OF OPERATION

OVER/UNDER VOLTAGE SHUTDOWN

TEST MODE-NO FAULT IN MEMORY

TEST MODE-FPI FAULT IN MEMORY
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