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|. COMPRESSOR THERMALLY PROTECTED INTERNALLY.
2. ALL WIRING To THE UNIT MUST COMPLY wiTH NEC AND LOCAL CODES.

4. FPI THERMISTER PROVIDES LOW TEMPERATURE PROTECTION FOR WATER. WHEN USING ANTI-FREEZE SOLUTIONS, CUT JW3 JUMPER.

8. AQUA STAT IS SUPPLIED WITH UNIT AND MUST BE WIRED IN SERIES WITH THE HOT LEG TO THE PUMP.
AQUA STAT IS RATED FOR VOLTAGES UP TO 277V.

10. PLACE JUMPERS ON 2 & 3, ICM BOARD, WHEN DEHUMIDIFICATION MODE IS USED.
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SEE NOTE 2 AND 8
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