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8.DEHUMIDISTAT OPERATION (24 VAC AT H) DIP 2.1 OFF, DIP 2.2 ON, DIP 2.3 OFF
HUMIDISTAT OPERATION (0 VAC AT H) DIP 2.1 OFF, DIP 2.2 OFF, DIP 2.3 OFF.

DXM CONTROLLER FAULT C

STATUS LED

FLASHING CODE 2

FLASHING CODE 3

FLASHING CODE &

SLOW FLASH

FAST FLASH
|. STATUS LED (GREEN) : SLOW FLASH - CONTROLLER IN FAULT RETRY MODE, FAST FLASH - CONTROLLER IN
LOCKOUT MODE SLOW FLASH = | FLASH PER EVERY 2 SECONDS. FAST FLASH = 2 FLASHES PER EVERY | SECOND.
2. FAULT LED (RED) FLASHES A CODE REPRESENTING LAST FAULT IN MEMORY. IF NO FAULT IN MEMORY, CODE I IS]

3. CYCLES APPROPRIATE CODE, BY CYCLING ALARM RELAY IN THE SAME SEQUENCE AS FAULT LED.
L. ALARM RELAY CLOSES AFTER IS5 MINUTES.
5. ALARM RELAY CYCLES : CLOSED FOR 5 SECONDS AND OPEN FOR 25 SECONDS.




