instaliation Instructions
Cooling Chassis

decentralized air conditioming systems ELEC. HEAT

700 SERIES — MODELS 7 THRU 17 CHASSIS
COOLING CHASSIS INSTALLATION FLANGE
Step 1. 3et lawer rear edee of cocling chassis inside wall box

opening and push entire chassis forward, making certain that
chassis slides in straight until it Is ali the way mto the walt box

[ below), U CLAMP
Step 2. Press chassis firmly against wafl bhox mounting flangs:
Then place U-clamp over threaded studs and tighten wing nuts WING NUT -
on studs {right), U-clamps and wing nuts are packed i hard- .| - -
ware bag in cooling chassis carton. WALL BOX
NOTE : When tightening wing nut on U-clamp, chassis must be FLANGE
pushed firmly into wall bos.
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