Installation instructions for
Installing Plug and Gord Kits
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CONDUIT g 3. Attach power cord to terminal block.
4. Add bushing to power cord at control box knock
out.
5. Receptacle furnished by others as specified on
attached chart
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Matching Chart

CORD AMPF YOLTS PLUG RECEPTACLES
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